12.188

5.860

2.890

DANGER

VOLTAGE IF
ILLUMINATED.

SAFETY PROCEDURES
STILL APPLY.

DANGER VOLTAGE
3-PHASE PRE-TEST POINTS

0.950

Voltage Indicator
hole cutout 30mm

Voltage Portal
hole cutout 30mm

WARNING!
Read instructions
before installing.

Manufacturers’ Voltage
Indicator (VI) and Non-
Contact Voltage Detector
(NCVD) Procedures Apply.

Procedure:

1). Verify NCVD to a known
voltage source.

2). Insert NCVD into L1, L2,
and L3 cavities to test all
points.

3). Open isolator.

4). Verify there is NO LED
illumination on VI.

5). Re-insert NCVD into L1,
L2 and L3 cavities to test all
points.

6). Re-Verify NCVD to a
known voltage source.

7). Upon completion of work,
close isolator and verify
proper operation of VI.

Part #:R-LCF

1.900

0.950
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